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PROFESSIONAL PRACTICE BULLETIN 
 

 
This bulletin is being disseminated to the registrants of the Applied Science Technologists and 
Technicians of BC and affected stakeholders to outline the updated standards for fire tags used 
by Registered Fire Protection Technicians (RFPTs) throughout British Columbia.  
 
With the release of the updated Fire Protection Standard of Practice (SOP - version 4.1), this 
bulletin provides an update to all fire tag requirements and outlines a transition period for the 
discontinued use of fire tags compliant to the previous version (SOP version 3.0).  
 
Transition period 
Effective July 1, 2026, all new fire tags ordered for print must comply with the design 
specifications noted in the updated RFPT SOP V4.1. Scaled copies of the revised fire tag design 
are published in Appendix 2 of the SOP.  
 
Fire tags that are compliant with the previous SOP (V3.0) may be utilized and authenticated 
(sealed and signed) by RFPTs until December 31, 2026. After this date, all fire tags that do not 
comply with the standards set out in SOP V4.1 may not be utilized by RFPTs and must be 
destroyed.   
 
Fire tags that do not comply with either SOP V3.0 or the updated version (V4.1) must be destroyed 
and replaced immediately.    
 
RFPT applications submitted to ASTTBC for work performed after December 31, 2026 must 
include tags that comply with SOP V4.1. Applications with tags that do not comply with SOP V4.1 
for work performed after this date will not be accepted. Applications submitting fire tags that 
comply with SOP V3.0 will be accepted only for work performed up to, and including, December 
31, 2026. Applications with tags submitted that do not comply with either SOP V3.0 or V4.1 will 
not be accepted 
 
 
Restrictions  
Fire tags are standardized for use across all ASTTBC RFPT jurisdictions and as a result, 
modifications to the content, design and wording of these tags are prohibited with the exception 
of the inclusion of the name, logo, and contact information (phone number and address) of the 
fire protection company. This includes deleting wording, adding inspection areas not covered 
under ASTTBC endorsements (e.g. backflow, or SCBA), and/or editing the wording.  
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https://can01.safelinks.protection.outlook.com/?url=http%3A%2F%2Fwww.asttbc.org%2F&data=05%7C02%7Cakaur%40asttbc.org%7Cc1331f2ea3714f09299a08dc1873083d%7C00b194b0db134dfaa4b14f4c036f04b0%7C0%7C0%7C638412129533754449%7CUnknown%7CTWFpbGZsb3d8eyJWIjoiMC4wLjAwMDAiLCJQIjoiV2luMzIiLCJBTiI6Ik1haWwiLCJXVCI6Mn0%3D%7C3000%7C%7C%7C&sdata=pEuDDrh2qFPVkEaYsBvigYyzM566e1M%2BbAzHBFxFE8w%3D&reserved=0
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Fire Tag Design and Layout 
 
4.3 Specifications, Graphic Layout and Wording for Tags 
  
4.3.1 Tags shall include a perforation at the top for inserting a twist tie or similar device for 
fastening the tag to the equipment or system. The minimum size of the tag shall be 6.0 x 14.0 cm. 
The company name, address and telephone number shall be clearly visible at the top of the tag. 
The graphic design and wording on the tag shall be as per Appendix 2 of the SOP (image shown 
below).  
 

 
 
Note: Fire tag graphics are shown in Appendix 2 of the RFPT Standard of Practice V4.1 and replace all previous 
versions effective July 1, 2026. 
 
 
  

https://can01.safelinks.protection.outlook.com/?url=http%3A%2F%2Fwww.asttbc.org%2F&data=05%7C02%7Cakaur%40asttbc.org%7Cc1331f2ea3714f09299a08dc1873083d%7C00b194b0db134dfaa4b14f4c036f04b0%7C0%7C0%7C638412129533754449%7CUnknown%7CTWFpbGZsb3d8eyJWIjoiMC4wLjAwMDAiLCJQIjoiV2luMzIiLCJBTiI6Ik1haWwiLCJXVCI6Mn0%3D%7C3000%7C%7C%7C&sdata=pEuDDrh2qFPVkEaYsBvigYyzM566e1M%2BbAzHBFxFE8w%3D&reserved=0
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5.1 Specifications, Graphic Layout and Wording for Kitchen Exhaust Cleaning Labels 
  
5.1.1 The minimum size of the label is 7.5 x 15.0 cm.  The company name and contact information 
must be clearly displayed on the label.  The text and graphic layout are shown below.  A self-
sticking peel-off label placed in a visible location on the exhaust hood is required.  The printing 
and any marking on the label should be with permanent ink or marker to avoid being smudged or 
erased.    

 
 
Note: Fire tag graphics are shown in Appendix 2 of the RFPT Standard of Practice V4.1 and replace all previous 
versions effective July 1, 2026. 
 
Reference Document: 
 
For more information see the link below. 
 

ASTTBC Registered Fire Protection Technician Standard of Practice V4.1 

https://can01.safelinks.protection.outlook.com/?url=http%3A%2F%2Fwww.asttbc.org%2F&data=05%7C02%7Cakaur%40asttbc.org%7Cc1331f2ea3714f09299a08dc1873083d%7C00b194b0db134dfaa4b14f4c036f04b0%7C0%7C0%7C638412129533754449%7CUnknown%7CTWFpbGZsb3d8eyJWIjoiMC4wLjAwMDAiLCJQIjoiV2luMzIiLCJBTiI6Ik1haWwiLCJXVCI6Mn0%3D%7C3000%7C%7C%7C&sdata=pEuDDrh2qFPVkEaYsBvigYyzM566e1M%2BbAzHBFxFE8w%3D&reserved=0
https://asttbc.org/wp-content/uploads/2026/05/RFPT-SOP-V4.1-FINAL.pdf
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Revision History 
 
Revision 
Number 

Date of Publication 
 

File name Description of Changes 

1.0 May 28, 2025 PPB-2025-FP-01 Published to ASTTBC website 
2.0 February 17, 2026 PPB-2026-FP-01 Updated fire tag standard to 

reflect SOP V4. 
 
Outlines transition period for 
use of legacy fire tag.  

3.0 May 15, 2026 PPB-2026-FP-01 Updated fire tag standard to 
reflect SOPV4.1 
 
Updates transition period for 
use of legacy fire tags.  

 

https://can01.safelinks.protection.outlook.com/?url=http%3A%2F%2Fwww.asttbc.org%2F&data=05%7C02%7Cakaur%40asttbc.org%7Cc1331f2ea3714f09299a08dc1873083d%7C00b194b0db134dfaa4b14f4c036f04b0%7C0%7C0%7C638412129533754449%7CUnknown%7CTWFpbGZsb3d8eyJWIjoiMC4wLjAwMDAiLCJQIjoiV2luMzIiLCJBTiI6Ik1haWwiLCJXVCI6Mn0%3D%7C3000%7C%7C%7C&sdata=pEuDDrh2qFPVkEaYsBvigYyzM566e1M%2BbAzHBFxFE8w%3D&reserved=0

